
No:48A/DFO/E-city/Scl-FSCR/2024. 

To, 

The Authorized Signatory, 

Office of the District Fire Officer 
Karnataka State Fire & Emergency Services 

ELECTRONICS CITY Fire Station 

No.319, Near Thimmareddy Layout, 
M/s. Institute of Health Management Research, 

Hulimangala (P), Electronics city, 
Bangalore-560 105. 

Sir, 
Sub: 

Bengaluru-560 100. 

"Annexure-2" 

Ref: 1) FSR No: 97/CFO/Bng-East/FSR/2018. Dt: 11-02-2019. 

Ofice of the District Fire Officer 
Electronics Ciy Fize Stalion 

Bengauru -30160, 

2) Your request letter dated: 23-7-2024. 

Issue of "Fire Safety Compliance Report" with respect to fire 
prevention, fire fighting and evacuation measures maintained at 
"M/s. Institute of Health Management Research, No.319, 
Near Thimmareddy Layout, Hulimangala (P), Electronics city, 
Bangalore-560 105."-reg. 

<<<>>> 

Telephone: 080-22971577 

Dated:20-08-2024. 

With reference to the above cited subject, as per ref (1), a Conditional ire Safety 
Recommendation' was issued from CF0 Bng-East office to the low rise educational building with 

compressing of ground and 2 upper floors with the height of 12.00 mtrs. At "M/s. institute of 

Health Management Research, No.319, Near Thimmareddy Layout, Hulimangala (P), Electronics 

city, Bangalore-560 105." with a condition to fulfil the recommendations and compliance the sarne 
within 3 months. 

With reference cited (2) above, the management of M/s. institute of Heaith Management 

Research had requested for issue the fire safety compliance report from our department. In this 

regard the above addressed educational buiiding was re-inspected by Fire station office:, Electronics 

city fire station, Bangalore. on 24-07-2024 and submitted the report to issue fire safety compliance 

report. 



Under the above circumstance the Karnataka Fire & Emergency Services Departmerit is 

issuing the "Fire Safety Compliance Report" to "M/s. Institute of Health Management Reseorch, 

No.319, Near Thimmareddy Layout, Hulimangala (P), Electronics city, Bangalore-560 105." subject 

to proper maintenance of fire fighting installations in the good working conditions and arrange for 

40% of staffs/employees training within 03 months from the date of issue of this report. 

In case the fire prevention and fire fighting measures installed as per the recommendotion of 

the department are not maintained in good working condition, if the evacuation measures are not 

properly followed and if any additional construction work is taken up in the building/premises, the 

Fire Safety Compliance Report deemed to be cancelled and necessary legal action will be initiated 

agoinst the developer/management/tenant and also separate NOC has to be obtained from the 
department for the storage of chemicals, solvents, Petroleum products, LPG etc. in the 

premises/building. 

"This Fire Safety Compliance Report is valid for Only Two Years from the date af issue and 
it is renewable without fail". 

Copy to, 

2 

1) FSO, E-city fire station 
2) DGP & DG, KSFES 

Yours faithfully 

Oitrict Fire 
Electronics City Fire Station 

Bengaluru - 560 100, 
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